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This paper describes a procedure used to identify the states of a power system
that lead to harmonic resonance. The proposed methodology results from an
application of the possibility theory which aims to extend the capabilities of
the classic frequency scan concept. With the proposed approach, the frequency
scan provides more useful information on the harmonic behavior of a power
system in contexts where load characteristics are known with uncertainty. To
exemplify the potential of this proposal, a case study based on a 14‐bus stan-
dard test system for harmonic analysis is presented. The states of the power
system that lead to harmonic resonance are assessed within the possibility the-
ory framework. Additionally, this paper introduces a risk measure of harmonic
resonance based on possibility and necessity fuzzy measures.
KEYWORDS
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Harmonic resonance is a major concern for utilities and power engineers. It is caused by the energy exchange between
capacitive and inductive elements in the electric power system,1 leading to low impedance (series resonance) or high
impedance (parallel resonance) to the flow of harmonic currents.2 Consequently, harmonic distortion levels are ampli-
fied. The magnified harmonics have severe negative impacts on the power system, eg, maloperation of protective
devices, derating of equipment, and damage of shunt capacitors.3 Therefore, the analysis of harmonic resonance is of
paramount importance for planning power networks and implementing mitigation measures.
Few approaches are available to perform harmonic resonance analysis, namely: mode analysis1 and frequency
scan.4,5 The latter is the most widely used because of its simplicity and minimum input data requirement.4 This fre-
quency scan analysis is used to characterize the frequency response of an electrical network, ie, to determine how
the network impedance, seen from a specific node, varies as a function of frequency. To that end, repeated solutions
of a linear system of equations, which relates injected currents to the nodal admittance matrix and voltages, are com-
puted for each frequency of interest. In particular, it is a useful tool for examining the system response to harmonic cur-
rents injected by nonlinear loads.4 Some applications of the frequency scan include the analysis of resonance in
unbalanced distribution networks,6 wind parks,7,8 AC traction systems,9 passive filters,10 and photovoltaic inverters.11tor or matrix; X, classic set; bX , fuzzy set or fuzzy number; μbX , membership function of the fuzzy set bX ; α,
), α‐cut set of the fuzzy set bX ; x αð Þ, lower boundary of an α‐cut set; x αð Þ, upper boundary of an α‐cut set
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2 of 15 ROMERO QUETE ET AL.Moreover, commercially available and open simulation tools for harmonic analysis usually include frequency scan capa-
bilities.12-14
Despite its simple application and widespread use, frequency scan analyses usually lack considerations of
uncertainties related to the frequency response of the power system. Although the electrical grid configuration to be
analyzed can often be assumed to be invariant within the scope of a specific study during a defined period of time,
loads supplied by the grid continuously vary in somewhat unpredictable ways. Likewise, the composition of loads
(percentage of rotating and static, linear and nonlinear) is known with uncertainty related to lack of knowledge
and imprecision. Both features, load magnitude and composition, affect the frequency response. To deal with the
aforementioned uncertainty, frequency scans are usually performed for those load conditions regarded as the most
probable or critical, based on engineering judgment.15,16 However, at present, there are no systematic methods for
predicting harmonic resonance in large power grids.17 In this context, if one is seeking more reliable results, uncer-
tainty should be suitably modeled by using methods of probability theory8,10,15,16,18-20 or as is proposed in this paper,
by resorting to the possibility theory.21-23
Considering uncertainties in the frequency response is essential for making a decision to implement a mitigation
measure for harmonic resonance in a power network.15 For instance, in the design of passive harmonic filters, or in
shunt capacitors sizing, for power factor correction, the risk of resonance should be quantified. As regards this issue,
it is worth noting that ISO 31000:200924 indicates that risk can be expressed in terms of a combination of the conse-
quences of an event (severity) and the associated likelihood of occurrence.
In this paper, it will be shown that possibility theory offers an adequate framework to deal with incomplete knowl-
edge in loads that affect the harmonic performance of an electrical network. In particular, it will be shown that possi-
bility and necessity measures, instead of probabilistic measures, allow for a more realistic valuation of uncertainty
related to the harmonic resonance phenomenon. The key idea of the proposed methodology is to adapt the conventional
frequency scan to a possibility‐based approach. With the outlined methodology, a set of meaningful frequency response
curves are obtained, improving the reliability of the harmonic studies. In fact, the proposed approach yields the mini-
mum and maximum driving point impedance, as the system loads change. Thus, the range of all possible resonant
points is estimated for a given period of study.
Moreover, a risk of resonance index is proposed in this paper based on the possibility measures of parallel resonance
and the severity of the event. This index would be useful for decision‐making on harmonic resonance mitigation
measures.
In synthesis, the contributions of this paper are the following:
1. A novel approach for analyzing the harmonic resonance phenomenon, based on possibility theory to deal with
uncertainties associated with variation and composition of loads. The approach yields useful frequency response
curves used to identify the possibility of resonance and its severity. Unlike current approaches for harmonic reso-
nance analysis, this methodology allows for calculating the range in magnitude of all possible driving point
impedances.
2. A risk of resonance index for decision‐making, based on possibility and necessity fuzzy measures.
This paper is organized as follows. In Section 2, the theoretical frameworks regarding frequency scan analysis and
possibility theory are presented. Section 3 introduces the methodology for the possibilistic calculation of the driving
point and transfer impedances. In Section 4, the models implemented for characterizing the uncertainties of load
impedances are detailed. The proposed methodology is outlined in Section 5, and its capability is demonstrated in
Section 6 through a case study developed in a 14‐bus standard test system for harmonic analysis. Finally, results are
discussed, and conclusions are drawn.2 | THEORETICAL FRAMEWORK
2.1 | Frequency scan analysis
Frequency scan analysis is used to characterize the response of a power system as a function of frequency. It is con-
ducted through repeated solutions of the linear system of equations expressed in Equation 1, for a set of frequencies,
in an interval of interest.
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In Equation 1, U and I are vectors of node voltages and injected currents at frequency f, which are related through
the nodal admittance matrix, Ybus (f), calculated at the corresponding frequency. Frequency scan is usually based on a
single current injection into the power system. For Ii = 1∟0° A, and Ik = 0 for k ≠ i, the solution to Equation 1 deter-
mines the voltages per unit current at every bus of the network, due to the current injected at bus i. The calculated volt-
ages also represent the driving point and transfer impedances as seen at node i, because of the unitary value of Ii. The
model only contains linear elements; therefore, linearity can be applied to scale the results obtained for 1∟0° A, to any
desired value. This scalability can be applied in order to estimate the harmonic voltages that will be produced at any bus
of the network when a nonlinear load is connected at the injection node i.52.2 | Fuzzy sets and the alpha cut concept
In fuzzy set theory, the membership function μbA of the fuzzy set bA maps elements x of a given universal set X into the
real interval [0, 1].
μbA: X→ 0; 1½  (2)
Fuzzy sets where elements of X are real numbers are known as fuzzy numbers.25 Figure 1 shows a generic fuzzy
number that can also be seen as a sequence of nested confidence intervals called α‐cuts, ie, A αð Þ ¼ x αð Þ; x αð Þ
h i
.2.3 | Possibility theory
In the most common applications currently, the membership function of a fuzzy set indicates the degree to which an
element of the universal set belongs to a subset with non‐well‐defined limits. In this paper, however, fuzzy sets, and
more specifically fuzzy numbers, are used as fuzzy measures in the context of possibility theory. In this context, a fuzzy
variable with its membership function is related to a possibility distribution.21-23
Possibility theory is based on 2 dual non‐additive measures called necessity (nec) and possibility (pos).25 For finite
universal sets, the possibility measure is formally expressed as
pos Sð Þ ¼ max
x ∈ S
μbA xð Þ
 
(3)
and the necessity measure as
nec Sð Þ ¼ 1−max
x ∉ S
μbA xð Þ
 
(4)
for each S∈P(X). P(X) is defined as the power set of all classic subsets on the universe X.FIGURE 1 Representation of the membership function of a fuzzy numberbA
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of the magnitude is within the 0‐cut and decreases as α increases (shorter α‐cuts). The membership function μbA, used to
quantify the uncertainty in a parameter A in possibility theory, is called the possibility distribution of A.
Another issue in possibility theory is possibilistic interaction. To some extent, this concept is analogous to con-
ditional probability. It arises when 2 or more uncertain parameters, whose possibilities are estimated somewhat
independently, are linked through a well‐defined physical relationship. As an example, consider that the linear
(Pl), nonlinear (Pnl), and total load (Pt) could be independently estimated as 0.5 MW < Pl < 0.8 MW,
0.2 MW < Pnl < 0.4 MW and 0.8 MW < Pt < 1.1 MW, but the constraint Pt = Pl + Pnl defines a possibilistic inter-
action among them. A more detailed analysis of possibilistic interaction in the context of harmonic analysis can be
found in a previous study.263 | POSSIBILISTIC EVALUATION OF THE DRIVING POINT AND TRANSFER
IMPEDANCES
In the developed model, most loads are known with uncertainty. Clearly, such uncertainty propagates to the driving
point and transfer impedances. The methodology described in this section allows for quantifying the uncertainties in
the impedances when the possibility distribution functions of the uncertain parameters are given.
For this purpose, let P = [p1, p2,…,pnp] be a vector of np real parameters that completely define the uncertain bus
loads. At a specific frequency or harmonic order, the bus admittance matrix can be expressed as a function of these
parameters, ie,
Ybus ¼ Y f ;Pð Þ (5)
More specifically, because loads are modeled as branches connected to ground, only the diagonal elements of Ybus
corresponding to busses with uncertain loads will depend on some or all pk, k = 1…np. Conversely, in general, each
parameter influences all driving point and transfer impedances, making the voltage magnitude at any bus j per unit cur-
rent injected at a bus k, a function of all of them:
vj;k ¼ zj;k f ;Pð Þ
  (6)
where, zj,k are the elements of Zbus = Y−1bus.
Parameters pk are known with uncertainties quantified by possibility distribution functionsμbPk pkð Þ, k = 1…np.
In addition, possibilistic interaction could exist among them (eg, active load due to linear and nonlinear devices
must add up to the total active load), a situation generally described through a system of nd < np equations in terms
of ni = np ‐ nd independent parameters, ie,
pniþ1 ¼ g1 p1; p2;…; pni
 
⋮
pniþnd ¼ gnd p1; p2;…; pni
  (7)
The relationship between the possibility distribution functions of the voltages per unit currents, μbVj;k vj;k
 
, and those
of the uncertain load parameters μbPk pkð Þ, k = 1…np, can be easily stated in terms of their corresponding α‐cuts.
Specifically, as shown in Equations 8 to 10, the α‐cut of a voltage per unit current is the interval spanned by the mag-
nitude of the corresponding impedance when the loads vary within the limits allowed by the corresponding α‐cuts of
their uncertain parameters.
u αð Þj;k fð Þ ¼ u αð Þj;k fð Þ; u αð Þj;k fð Þ
h i
(8)
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u αð Þj;k fð Þ ¼ min zj;k f ; p1; ::; pnp
  
u αð Þj;k fð Þ ¼ max zj;k f ; p1; ::; pnp
   (9)
Both subject to:
p
1
αð Þ≤ p1≤ p1
αð Þ
⋮
p
np αð Þ
≤ pnp≤ pnp αð Þ
pniþ1 ¼ g1 pn1 ::pni
 
⋮
pniþnd ¼ gnd pn1 ::pni
 
8>>>>><
>>>>>:
(10)
Hence, to determine each α‐cut of uj,k, 2 optimization problems are solved; a nonlinear programming routine based
on a generalized reduced gradient algorithm was used to solve the constrained maximization and minimization of
zj;k f ; p1;⋯; pnp
  .
The efficiency of the optimization procedure is greatly increased by providing the partial derivatives of the objective
function |zj,k|, which are evaluated with low computational effort through the following expression:
∂ zj;k
 
∂pi
¼ Re − zj;k
 
zj;k
zj;1⋯zj;n
  ∂y1;0
	
∂pi 0 0
0 ⋱ 0
0 0 ∂yn;0
	
∂pi
2
64
3
75
z1;k
⋮
zn;k
2
64
3
75
0
B@
1
CA (11)
where y1,0 … yn,0 are the total admittances to ground of the branches that model the load connected at the n busses of
the power system.4 | LOAD MODELING
A key aspect in developing a possibilistic model for harmonic analysis is to define a suitable set of parameters pk, k = 1…
np, to describe the available uncertain information regarding the load characteristics. In addition, those parameters
must completely define the admittance to ground that models the load. Therefore, the main steps for developing the
load model are as follows:
1. Define the harmonic load model, ie, a proper RLC circuit to model the harmonic behavior of the loads (in a deter-
ministic sense).
2. Select a set of fuzzy parameters to describe the available information regarding the magnitude and composition of
load. This will be referred to as the set of model parameters, as opposed to the circuit parameters (RLC components
of the circuit defined in 1).
3. Establish the relationship between model parameters and circuit parameters.
In this section, the characteristics of the circuit adopted to model the load will be described.4.1 | Harmonic load model (circuit parameters)
Standard load models for harmonic load‐flow calculation are parallel connections of impedances, representing the lin-
ear loads, shunt compensation, and passive filters. Different studies and measurement campaigns suggest the determin-
istic load model shown in Figure 2,27 where each branch represents an aggregate of homogeneous loads and the
superscript (h) denotes the harmonic order. A brief explanation of the different loads each branch models will now
be presented.
FIGURE 2 Electrical model of loads for harmonic analysis
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Series resistance R hð Þp and inductance X
hð Þ
p model passive (non‐rotating) linear loads and small motors (appliances). For
loads at a lower voltage level, the main component of inductance X hð Þp is the short circuit inductance of the distribution
transformer. Skin and proximity effects are taken into account through a factor
ffiffiffi
h
p
(ie, R hð Þp ¼
ffiffiffi
h
p
R 1ð Þp ).4.1.2 | Motive loads
Circuit parameters R hð Þm and X
hð Þ
m model large motors used in industrial applications. X
hð Þ
m ¼ hXLR, where XLR is the
locked rotor reactance and Rm is regarded for the harmonic attenuation which depends mainly on the quality factor
of the rotor circuit. Slightly more sophisticated models (with higher accuracy mainly at harmonic orders below the fifth)
could also be implemented.54.1.3 | Capacitive loads
Capacitive reactance X hð Þpfc ¼ X 1ð Þpfc=h models the capacitors for power factor correction and cable capacitance when
relevant.4.1.4 | Harmonic filters
Harmonic filters are usually associated with large nonlinear loads, and their parameters are usually well known (non‐
fuzzy). Consequently, the branches modeling them in Figure 2 are included among the network parameters, such as
line and transformer impedances or capacitive compensation installed by the utility, which are certain.4.2 | Model parameters to be described by possibility distributions
Some electrical parameters of the load model in Figure 2 are uncertain, and, in principle, might be described through
their possibility distribution functions. However, in practice, the available information usually refers to other load fea-
tures, such as its total active and reactive power, its percentage due to linear and nonlinear devices, etc. Different sets of
model parameters could be selected. Table 1 summarizes the authors' choice. The relationships between model param-
eters in Table 1 and circuit parameters in Figure 2 are presented in the appendix of a previous work.28
The possibility distribution functions of the load model parameters are usually defined by taking into account the
expected value of the active and reactive loads, estimations of their maximum deviations, and some expert judgment
regarding their composition.
In the case study in Section 6, triangular distributions have been assumed with the maximum at the expected value
and the limits of the 0‐cut defined by the maximum estimated deviation. The reason for selecting triangular distribu-
tions (in a possibility theory‐based approach) is founded on the fact that these are genuine counterparts of normal prob-
ability densities (in a probability theory‐based approach).29 This finding makes this type of distribution useful for most
practical applications. However, it is worth noting that the proposed approach allows for the use of possibility distribu-
tions with other shapes (eg, gaussian, trapezoidal, etc.), if required, because the method relies on the α‐cut concept.
TABLE 1 Uncertain load parameters for the harmonic analysis
Model Parameter Description
Pt,i Total active power at fundamental frequency at node i
Qt,i Total reactive power at fundamental frequency at node i
Kp,i Composition factor of passive loads (fraction of the passive load in the total active bus load) at node i
pfp,i Power factor of passive loads at node i
Km,i Composition factor of motive loads (fraction of the motive load in the total active bus load) at node i
pfm,i Power factor of motive loads at node i
Knl,i Composition factor of nonlinear load(s) (fraction of the nonlinear load in the total active bus load) at node i
pfnl,i Power factor of nonlinear load(s) at node i
xLR Locked rotor reactance in pu (xLR typically ranges from 0.15 to 0.25 pu)
Qpfc,i Reactive power due to the capacitors for power factor correction, at fundamental frequency, at node i
ROMERO QUETE ET AL. 7 of 155 | PROCEDURE FOR FREQUENCY SCAN ANALYSIS BASED ON THE
POSSIBILISTIC APPROACH
The key idea of the proposed methodology is to use results from the possibilistic calculation outlined in Section 3 to
select, on a rational basis, specific values of the load parameters to carry out the frequency scan calculations.
The methodology presented in Section 3 allows to obtain possibility distribution functions of the bus voltage per unit
current at any frequency. If the method is applied for a large set of frequencies, a full possibilistic frequency scan is
obtained. This concept is illustrated in Figure 3, where possibility distributions of a bus voltage per unit current at 6 fre-
quencies (f1, f2, f3, f4, f5, and f6) are shown. The contour lines are the loci of the voltages per unit current with equal
possibility at different frequencies.
Although interesting, the full possibilistic frequency scan entails high computational effort and lacks the useful
physical meaning of the frequency responses obtained with the classic frequency scan, described in Section 2.1. For
instance, as optimizing parameters in Equations 8 to 10 depends on the frequency, the system loads vary along the con-
tour lines (except for α = 1), making them different from the classic frequency response curves.
In order to overcome these drawbacks, a slightly different approach is proposed. It arises from the recognition that,
usually, the main concern in harmonic studies is the frequency response near some characteristic harmonic orders (eg,
the characteristic harmonics of 6 pulse rectifiers). Taking this into account, a 2‐step procedure is proposed for each rel-
evant harmonic order.
In the first stage, possibility distribution of the voltage per unit current is computed for the relevant harmonic order.
Specifically, a suitable set of α‐cuts, including the 0‐cut and 1‐cut, are calculated. In the optimization process,
Equations 8 to 10, both the limits of each α‐cut and the corresponding optimizing load parameters are computed and
stored.FIGURE 3 Diagram of curves associated with a full possibilistic frequency scan
8 of 15 ROMERO QUETE ET AL.In the second stage, classic frequency scans are computed with the optimizing load parameters related to each α‐cut.
The following features should be noted:
1. Unlike the contour lines of the full possibilistic frequency scan, the obtained curves are the frequency responses of
the system with specific load parameters. In general, they coincide with the contour lines only at the relevant har-
monic frequencies.
2. Curves for the same α‐cut but different frequency do not match because in general they are obtained with different
load conditions. Clearly, each curve is relevant near the harmonic frequency from which it has been computed.
The proposed methodology is conveniently illustrated through the case study presented in the next section.
It is worth noting that an analogous methodology based on probability theory does not seem to be feasible. In fact,
although probability distributions of load parameters, known with uncertainty, can be obtained objectively or subjec-
tively,15,16 to be used, for example, in Monte Carlo simulations, there would not be a single randomly generated set
of load parameters that leads to the case of parallel resonance with the greater amplitude, ie, it is improbable to ran-
domly tune the power system and its loads in such a resonance state. On the other hand, the possibility methodology
performs an optimization process aimed at tuning the power system in resonance frequency, if possible for the range
of variation of the uncertain parameters. To assess this last consideration, in the case study Monte Carlo simulations
were also performed and were compared with results obtained from the possibility theory‐based approach.6 | CASE STUDY
6.1 | Description of the case study
In this section, the proposed methodology is applied to the IEEE 14‐bus harmonic test system. The network diagram
and main parameters are summarized by Abu‐hashim et al30 and Romero et al.28 Generators, lines, and transformers
have been modeled according to widely used recommendations for harmonic analyses.4
Triangular possibility distribution functions are assumed for the load parameters. Active and reactive power of loads,
specified in the 14‐bus test system,30 are used as central values (m) or 1‐cut of the distributions. Uncertainty is assumed
to be ±5% of such central values. Thus, the 0‐cuts of the possibility distributions are the intervals [0.95 m, 1.05 m]. The
percentage of induction motors and other linear loads have been chosen quite arbitrarily. The possibility distributions of
load parameters are reported in Table 2.6.2 | Analysis of results
The methodology described in Section 3 was applied to compute the possibility distributions of the voltage per unit cur-
rent (driving point impedance) at the 14 network busses, for the 5th, 7th, 11th, 13th, 17th, and 19th harmonic orders. Seven
α‐cuts (α = k/6, with k = 0, 1, …, 6) were computed; however, for clarity, only 4 are shown in the figures below. Addi-
tional points of the possibility distributions were interpolated when required. Afterwards, the corresponding frequency
scans were carried out according to the procedure described in Section 5. The obtained frequency scan curves were then
analyzed in order to detect parallel resonance (ie, the voltage per unit current at the local peak) at each studied har-
monic order. When a resonance was detected, both possibility and necessity measures were computed by means of
Equations 3 and 4. In fact, the possibility measure of a parallel resonance at the harmonic order h, pos(Rh) is equal
to the maximum value of α for which the parallel resonance is presented. The necessity measure was calculated
similarly.
In Figure 4, possibility distributions obtained for the seventh harmonic voltage per unit current at the 14 busses are
reported.
In this case, harmonic resonances were detected. Both possibility and necessity measures, pos(R7) and nec(R7), and
the maximum magnitude of the resonance, V/Amax7, were computed and reported in Table 3.
From Table 3, note that the highest voltage under resonant condition is achieved at bus 14. Another interesting
observation for bus 4 reveals that it exhibits the highest necessity measure. This last result means that there is more evi-
dence indicating that the seventh harmonic resonance could occur in this bus, as compared with the rest of the busses.
Possible frequency responses for these 2 busses are shown in Figure 5.
TABLE 2 Possibilistic parameter modeling loads connected to the IEEE 14‐bus power system
Bus
Possibilistic Model Parameters
Pt,i Qt,i Kp,i pfp,i Km,i pfm,i Knl,i pfnl,i xLR Qpfc,i
3 lb 1.131 0.064 0 0 1 0.8 0.660
m 1.190 0.067 0 0 1 0.8 0.825
ub 1.250 0.071 0 0 1 0.8 0.990
4 lb 0.454 ‐0.037 0.5 0.97 0.2 0.7 0 0.15 0.163
m 0.478 ‐0.039 0.7 0.975 0.3 0.8 0 0.2 0.204
ub 0.502 ‐0.041 0.9 0.98 0.4 0.9 0 0.25 0.245
5 lb 0.072 0.015 0.55 0.97 0.2 0.8 0 0.15 0.008
m 0.076 0.016 0.75 0.975 0.25 0.825 0 0.2 0.010
ub 0.080 0.017 0.95 0.98 0.3 0.85 0 0.25 0.012
8 lb 0.124 0.000 0 0 1 0.8 0.078
m 0.130 0.000 0 0 1 0.8 0.098
ub 0.137 0.000 0 0 1 0.8 0.117
9 lb 0.280 0.158 0.5 0.8 0.2 0.7 0 0.15 0.023
m 0.295 0.166 0.7 0.85 0.3 0.8 0 0.2 0.028
ub 0.310 0.174 0.9 0.9 0.4 0.9 0 0.25 0.034
10 lb 0.086 0.054 0.5 0.8 0.2 0.8 0 0.15 .00015
m 0.090 0.057 0.7 0.85 0.3 0.83 0 0.2 .00019
ub 0.095 0.060 0.9 0.9 0.4 0.86 0 0.25 .00023
11 lb 0.033 0.017 0.5 0.8 0.2 0.8 0 0.15 0.003
m 0.035 0.018 0.7 0.85 0.3 0.85 0 0.2 0.004
ub 0.037 0.019 0.9 0.9 0.4 0.9 0 0.25 0.004
12 lb 0.058 0.014 0.5 0.8 0.2 0.7 0 0.15 0.020
m 0.061 0.015 0.7 0.85 0.3 0.8 0 0.2 0.025
ub 0.064 0.016 0.9 0.9 0.4 0.9 0 0.25 0.030
13 lb 0.128 0.055 0.5 0.8 0.2 0.8 0 0.15 0.021
m 0.135 0.058 0.7 0.85 0.3 0.85 0 0.2 0.026
ub 0.142 0.061 0.9 0.9 0.4 0.9 0 0.25 0.031
14 lb 0.142 0.048 0.3 0.9 0.5 0.8 0 0.15 0.022
m 0.149 0.050 0.4 0.94 0.6 0.85 0 0.2 0.027
ub 0.156 0.053 0.5 0.98 0.7 0.9 0 0.25 0.032
ROMERO QUETE ET AL. 9 of 15The results for the 13th harmonic order are shown in Figure 6. Maximum voltages per unit current, V/Amax13,
obtained under resonance condition, and both possibility and necessity measures of the occurrence of such resonance
are reported in Table 4.
Table 4 reveals that the highest voltage per unit of current under resonance condition is achieved at bus 12. There-
fore, the possible frequency response of the network seen from this bus is plotted in Figure 7.
Similarly, possibility distributions of voltage per unit current obtained from the analysis at the 19th harmonic order
are shown in Figure 8. Additionally, maximum voltage per unit current achieved under resonance condition and pos-
sibility and necessity measures are reported in Table 5. The possible frequency responses for the most critical bus are
plotted in Figure 9. Moreover, a comparison with 100 Monte Carlo simulations, randomly generated by using uniform
probability distributions with the same boundaries given by the of the 0‐cut of the uncertain parameters, ie, [lb, ub]
values reported in Table 2, was performed. Results are plotted in Figure 10.6.3 | Discussion
For the case study, parallel resonance was found impossible to occur at any of the 14 busses for the 5th and 11th
harmonic orders. On the contrary, the possibility of parallel resonance was detected for the 7th, 13th, 17th, and 19th
harmonic orders, at several busses of the power system.
TABLE 3 Possibility measures and magnitude of resonances at seventh harmonic order
Bus 1 2 3 4 5 6 7 8 9 10 11 12 13 14
V/Amax7 1.50 1.35 0.13 2.93 2.60 2.30 1.48 ‐ 3.57 3.31 3.0 4.8 4.04 5.37
Pos(R7) 0.83 1 0.66 1 1 1 1 0 1 1 0.83 0.83 0.83 0.83
Nec(R7) 0 0 0 0.5 0.16 0 0.16 0 0.16 0 0 0 0 0
Bold data indicates that bus 4 has the highest value of necessity measure. Bold data indicates that bus 14 has the highest value of driving point impedance.
FIGURE 4 Possibility distributions of
the seventh harmonic voltage per unit
current
FIGURE 5 Possible frequency response
of the network seen from busses 4 and 14
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FIGURE 6 Possibility distributions of
the 13th‐order harmonic voltage per unit
current
TABLE 4 Possibility measures and magnitude of resonances at 13th harmonic order
Bus 1 2 3 4 5 6 7 8 9 10 11 12 13 14
V/Amax13 ‐ ‐ ‐ ‐ 0.17 5.07 1.81 2.37 5.99 2.95 ‐ 31.7 16.9 3.18
Pos(R13) 0 0 0 0 1 1 1 0.83 0.83 0.83 0 0.83 0.83 0.83
Nec(R13) 0 0 0 0 0 0 0.16 0 0 0 0 0 0 0
Bold data indicates that bus 12 has the highest value of driving point impedance.
FIGURE 7 Possible frequency response
of the network seen from bus 12
ROMERO QUETE ET AL. 11 of 15As an example, 3 rankings were developed by using results obtained for the 7th and 19th harmonic orders. The first
ranking is based on the computed uncertainty measures that indicate the likelihood of resonance occurrence. The sec-
ond is based on the maximum voltage per unit current reached at resonance. The third ranking is based on a risk index
arbitrarily defined in this article as the product of the possibility by the magnitude of the parallel resonance. These 3
rankings are shown in Table 6.
The product of the likelihood of an adverse event by its consequences is a common index in risk assessment (other
techniques are, for example, based on the analysis of risk matrices31).
Rankings in Table 6 can be useful in decision‐making. In particular, such decisions can be founded on specific objec-
tives, eg, to mitigate the risk of resonance or to reduce the maximum possible magnitude of resonance. It is apparent
from Table 6 that special care should be taken with busses 12 and 14. Results show that these busses also exhibited high
FIGURE 8 Possibility distributions of
the 19th‐order harmonic voltage per unit
current
TABLE 5 Possibility measures and magnitude of resonances at 19th harmonic order
Bus 1 2 3 4 5 6 7 8 9 10 11 12 13 14
V/Amax19 ‐ ‐ ‐ 0.45 ‐ 2.86 1.21 1.0 5.01 3.82 5.36 28.1 2.55 100.3
Pos(R19) 0 0 0 0.5 0 0.33 0.33 0.16 0.33 0.33 0.33 0.33 0.33 0.33
Nec(R19) 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Bold data indicates that bus 14 has the highest value of driving point impedance.
FIGURE 9 Possible frequency response
of the network seen from bus 14
12 of 15 ROMERO QUETE ET AL.resonance magnitudes for the 13th and 17th harmonics. On the other hand, busses 3 and 8 have low risk of parallel res-
onance due to the harmonic filters connected to compensate for large nonlinear loads.
To highlight the capability of the possibility approach, when compared, for example, to a Monte Carlo‐based
approach, frequency scan results plotted in Figure 10 show that none of the 100 randomly generated profiles (assuming
uniform probability distributions for the uncertain parameters) is tuned at the 19th harmonic order. In addition, there is
no profile near the worst case of parallel resonance estimated with the possibility theory‐based approach. A similar sit-
uation was observed with the results reported by Atkinson‐Hope.15,16 In that study, none of the plotted frequency scan
profiles that were obtained using a “Variable Probability Method” achieves the worst possible case of parallel resonance,
due to fact that only specific and predetermined load states were considered.
FIGURE 10 Frequency responses of the
network, seen from bus 14, calculated
with: the proposed possibility theory‐
based approach (bold line: upper
boundary, “ub”, of the 0‐cut), and Monte
Carlo simulations (dotted lines)
TABLE 6 Ranking of busses based on possibility, magnitude, and risk of resonance occurrence for 7th and 19th harmonics
Order
7th harmonic 19th harmonic
Bus Pos Nec Bus V/Amax Bus Risk Bus Pos Nec Bus V/Amax Bus Risk
1 4 1 0.5 14 5.37 14 4.46 4 0.5 0 14 100.3 14 33.1
2 5 1 0.16 12 4.80 12 3.98 14 0.33 0 12 28.1 12 9.27
3 7 1 0.16 13 4.04 9 3.57 12 0.33 0 11 5.36 11 1.77
4 9 1 0.16 9 3.57 13 3.35 11 0.33 0 9 5.01 9 1.65
5 10 1 0 10 3.31 10 3.31 9 0.33 0 10 3.82 10 1.26
6 6 1 0 11 3.00 4 2.93 10 0.33 0 6 2.86 6 0.94
7 2 1 0 4 2.93 5 2.60 6 0.33 0 13 2.55 13 0.84
8 14 0.83 0 5 2.60 11 2.49 13 0.33 0 7 1.21 7 0.40
9 12 0.83 0 6 2.30 6 2.30 7 0.33 0 8 1.00 4 0.23
10 13 0.83 0 1 1.50 7 1.48 8 0.16 0 4 0.45 8 0.16
11 11 0.83 0 7 1.48 2 1.35 1 0 0 1 ‐ 1 0
12 1 0.83 0 2 1.35 1 1.25 2 0 0 2 ‐ 2 0
13 3 0.66 0 3 0.13 3 0.09 3 0 0 3 ‐ 3 0
14 8 0 0 8 ‐ 8 0.00 5 0 0 5 ‐ 5 0
ROMERO QUETE ET AL. 13 of 15Finally, using results of the case study, it is concluded that the proposed approach allows for obtaining resonance
points that represent the actual driving point impedance at the peak value, as the system load changes. Thus, resonance
assessments performed with the possibility‐based approach take into account all possible resonant points for a given
period of study.7 | CONCLUSION
A procedure based on possibility theory has been proposed in order to boost the capability of the frequency scan analysis
in contexts where composition and magnitude of loads are known with uncertainty. In the outlined methodology,
results of the possibilistic calculation of the driving point or transfer impedances are used to select, on a rational basis,
specific values of the load parameters to carry out frequency scan calculations. It has been shown that the proposed
methodology is a useful tool for detecting potential harmonic resonance. In particular, if a parallel resonance condition
is detected, its maximum possible magnitude, as well as its associated possibility and necessity of occurrence, can be
determined.
14 of 15 ROMERO QUETE ET AL.It is expected that index and rankings elaborated with this kind of possibilistic information concerning the harmonic
behavior can be useful for comparing alternatives, regarding, for example, harmonic filter design, location and sizing of
shunt compensation, etc.ACKNOWLEDGEMENTS
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